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Lamp connection

L2 : Power

L0 : Ground

L1 : Trigger

J : Safety switch

J : Safety switch

T : Earth
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Mains connection

N : Neutral

L1 : Phase 1

L2 : Phase 2

L3 : Phase 3

T : Earth



5 and 15 = J-Bus A
6 and 16 = J-Bus B
2 and 12 = ground (shielding) J-Bus

7 and 17 = - Clock
8 and 18 = + Clock

B
ox

 n
° N

B
ox

 n
° N

 +
 1

Remote control connection
J-Bus mode

12, 15, 16,
17, 18

to

2, 5, 6,
7, 8



1 and 11 = HI
2 and 12 = Ground
3 and 13 = MI
4 and 14 = On/Off

7 and 17 = -Clock
8 and 18 = + Clock
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Remote control connection
Analog mode

11,12,13,14,
17, 18

to

1,2,3,4,
7, 8
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Special link for REILS
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